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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 
INFORMATION 

 

 

 
 
 
 
 
 
 
 
 
 
 
 
 

Inspection Site Information 

Customer Site Management Company 

Site Your Site 

Address 123 Site Road, Virginia, Virginia 

Contact person Joe Manager 

Phone number 555-555-5555 

E-mail address Joe@site.com 

Thermographer Robert Gibson 

Overview of Fault Rating:  
Class  

0 : Normal    Temp rise 0 -5 °C  No action  

1 : Low grade   Temp rise 5 -10 °C  To be monitored ï Plan new inspection  

2 : Medium grade  Temp rise 10 -35 °C  Repair at scheduled shut down  

3 : Critical   Temp rise >35 °C  Repair immediately  

NT: Non -Thermal     Code or Safety issue  
NIO:  Not in Operation    Not running at time of inspection  

This is the infrared inspection report for your site.  It is divided in 3 sections, Section 1 is the 

summary, section 2 is the Inventory, and section 3 is the problems found.  All items not 
run ning are included in the inventory section and are classed NIO.   



 

 

 

 
Golden Eagle Environmental LLC 

3300 Mount Vernon Ave. Alexandria, VA. 22305 
Phone: 703-217-8953, e-mail: Robert@GoldenEagleEnvironmental.com www.GoldenEagleEnvironmental.com 

Golden Eagle Sample Report.docx 3(14) 07/10/2009 

 

Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 
 
 

Location  Equipment  Manufacturer  Model 
Number  

Fault  Class  Page 
Number  

Main Electric 
Room  

Main Disconnect  Square D  H327H  Inventory  INV  4  

Main Electric 
Room  

Distribution 
Panel 1  

Westinghouse  34561-3  Inventory  INV  5  

Outside 
Electric Room  

Distribution 
Panel 2  

Westinghouse  33203-2  Inventory  INV  6  

Catwalk 4  Light 402 Pigtail  Bates  none  Inventory  INV  7  

Outside 
Southwest 
Corner  

Disconnect for 
Garage  

Cutler-
Hammer  

none  Inventory  INV  8  

Electric Room 
1 MCC A  

A-1-3 Pump 3 
Starter  

Square D  85365DO1S  Inventory  INV  9  

Main Electric 
Room  

Distribution 
Panel 1 Breaker 
6  

Westinghouse  none  Poor Connection A 
phase Lug line side  

3  10  

Outside 
Electric Room  

Distribution 
Panel 2, Breaker 
1  

Westinghouse  none  Poor Connection B 
and C phase, Line 
Side  

3  11  

Catwalk 4  Light 402 
Lighting Pigtail  

Bates  none  Poor Connection  3  12  

Outside 
Southwest 
Corner  

Garage 
Disconnect  

Cutler-
Hammer  

none  Poor Connection B 
Phase fuse clip  

3  13  

Electric Room 
1 MCC A  

A-1-3 Pump 3 
Starter  

Square D  85365DO1S  B Phase Wire Lug  2  14  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  

Summary of Inspection 
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Main Electric Room  

Equipment  Main Disconnect  

Type  Disconnect Fused  

Manufacturer  Square D  

Model Number  H327H  

Voltage  600  

Rated load  800  

Actual load  480  

Fault  Inventory  
  

Atmospheric Temperature  34.1 °C  
 

 
 

Thermogram     

33.8

64.7 °C

40

50

60

 

  

Amps A  420  

Amps B  450  

Amps C  480  
 
 
 
 

  
 

 

Analysis & Recommended action:  

There were no thermal anomalies at the time of inspection. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Main Electric Room  

Equipment  Distribution Panel 1  

Type  Distribution Panel  

Manufacturer  Westinghouse  

Model Number  34561-3  

Voltage  120/208  

Rated load  800  

Actual load  80  

Fault  Inventory  
  

Atmospheric Temperature  22.8 °C  
 

 
 

Thermogram    

22.2

62.6 °C

30

40

50

60

 

  

Amps A  80  

Amps B  61  

Amps C  62  
 
 
 
 

  
 

 

Analysis & Recommended action:  

Problem breaker 6 A phase, see page 10 for details. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Outside Electric Room  

Equipment  Distribution Panel 2  

Type  Distribution Panel  

Manufacturer  Westinghouse  

Model Number  33203-2  

Voltage  120/208  

Rated load  300  

Actual load  50  

Fault  Inventory  
  

Atmospheric Temperature  22.8 °C  
 

 
 

Thermogram    

20.0

60.7 °C

30

40

50

60

 

  

Amps A  50  

Amps B  45  

Amps C  40  
 
 
 
 

  
 

 

Analysis & Recommended action:  

Problems breaker 1, see page 11 for details. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    



 

 

 

 
Golden Eagle Environmental LLC 

3300 Mount Vernon Ave. Alexandria, VA. 22305 
Phone: 703-217-8953, e-mail: Robert@GoldenEagleEnvironmental.com www.GoldenEagleEnvironmental.com 

Golden Eagle Sample Report.docx 7(14) 07/10/2009 

 

Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Catwalk 4  

Equipment  Light 402 Pigtail  

Type  Lighting Pigtail 
connection  

Manufacturer  Bates  

Model Number  none  

Voltage  120  

Rated load  20  

Actual load  5.1  

Fault  Inventory  
  

Atmospheric Temperature  22.2 °C  
 

 
 

Thermogram    

22.9

150.3 °C

50

100

150

 

  

Amps A  5.1  

Amps B  (  )  

Amps C  (  )  
 
 
 
 

  
 

 

Analysis & Recommended action:  

Problem hot leg of center pigtail, see page 12 for details. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Outside Southwest 
Corner  

Equipment  Disconnect for Garage  

Type  Fused Disconnect  

Manufacturer  Cutler-Hammer  

Model Number  none  

Voltage  120/208  

Rated load  200  

Actual load  37  

Fault  Inventory  
  

Atmospheric Temperature  28.1 °C  
 

 
 

Thermogram    

28.6

48.1 °C

30

35

40

45

 

  

Amps A  37  

Amps B  33  

Amps C  8.9  
 
 
 
 

  
 

 

Analysis & Recommended action:  

Problem B phase fuse clip, see page 13 for details. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 

Photo and identification 

 

  

Location  Electric Room 1 MCC A  

Equipment  A-1-3 Pump 3 Starter  

Type  Starter  

Manufacturer  Square D  

Model Number  85365DO1S  

Voltage  480  

Rated load  50  

Actual load  19  

Fault  Inventory  
  

Atmospheric Temperature  22.8 °C  
 

 
 

Thermogram    

25.7

53.3 °C

30

40

50

 

  

Amps A  19  

Amps B  19  

Amps C  18  
 
 
 
 

  
 

 

Analysis & Recommended action:  

Problem wire lug B phase load side, see page 14 for details. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    
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Thermography Inspection  
at 

Your Site 

Date:  
9/9/2008 

 
 

Photo and identification 

 

  

Location  Main Electric Room  

Equipment  Distribution Panel 1 
Breaker 6  

Type  3 Pole Breaker  

Manufacturer  Westinghouse  

Model Number  none  

Voltage  120/208  

Rated load  90  

Actual load  18  

Fault  Poor Connection A 
phase Lug line side  

  

Atmospheric Temperature  22.8 °C  
 

 
 

Thermogram    

 

  

Amps A  19  

Amps B  19  

Amps C  18  
 

Ar1 Max. Temperature  79.8 °C  

Sp1 Temperature  35.3 °C  

 

Ar1-Sp1 temp difference 44.5  

Load Corrected temp diff 566.0  

Rating 3  
 
 

  
 

 

Analysis & Recommended action:  

Poor connection wire lug A phase.   
Remove wire clean wire and lug and retighten. 

 

 

 

 
Repaired by: .... éééééééééééééééé  date:éééééé.  
 
Commentéééééééééééééééééé..    


